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STANDARD SEWER SERVICE CONNECTION  
WITH VERTICAL INSPECTION / CLEAN – OUT PORT  

 

(Plumber Connection or CIP Reconstruction) N.T.S.  
 
Note:   

1. All Private fittings must be upstream of 4” x 4” combination, no connection or fittings permitted on vertical stack.  

2. For cleanouts in pavement, driveways, or sidewalks use EJW #404 cast iron cleanout cap. All others use NDS 
# 404 plastic cleanout cap.  

  

 


